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Switch in 
“MASTER” position.

Switch to RHS 
“B” position.

DO NOT offset plug.
White = “-”

Red = “RS485 D-”
Black = “RS485 D+”

Set to ‘ON’

RS485 - 2

Off-Grid On-Grid

Fall Back Testing
- Unplug
- Wait 10 seconds, check:

Fail Safe Testing
- Unplug
- Check:

SP LINK SETTINGS

Please ensure to run the SP LINK site configuration 
Wizard.  For the full installation guide (Document ref. 
IN0049), please visit www.selectronic.com.au.

FRONIUS SETTINGS

AC SOLAR LINK TEST


